
Muck Valley òMalachaó  
Transformer On-Site Fire Repair

Cheryl Basel

Global Transformer Sales Leader
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Fire Damaged Malacha Auto Transformer

ÅMay 19, 2010 
Transformer Fire

Å21/28/35 MVA, 238 kV ð
120 kV ASEA Auto 
Transformer

ÅCustomer CTQ:  Time, 
Cost and Reliability

ÅGE Potential Solution(s):

ÅGE owned Transformer 
Spare Pool 

ÅOn-site Repair 

ÅIn-Shop Repair 

ÅNew Transformer GE Prolec
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Repaired Malacha Auto Transformer

ÅGE began preliminary 
discussions pertaining to 
repair

ÅGE was on-site to perform 
Internal Inspection & Testing 
on June 10th, 2010

ÅGE was on-site to begin 
transformer repairs 
June 16th, 2010  
*Quoted project cycle time of 

4 weeks from GE arrival on-
site

ÅGE successfully completed 
project July 12th, 2010 
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Houston

Bradenton

Denver
Los Angeles

Philadelphia

Stoney Creek

Buffalo

Tallmadge

Transformer repair & service network
8 North American; 1 Europe and 1 Australia

© 2010, General Electric Company
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GE Inspection Post Fire Inspection
Transformer Tank Exterior
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GE Inspection Post Fire Inspection
Transformer Cover 
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GE Inspection Post Fire Inspection
Control Cabinet
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External Tank Post Fire Damage
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Post Fire Damage

Oil Level Gauge

Current 
Transformer

Winding Temp 
Gauge
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Internal Core & Coil Assessment 
Pre-Cleanup



11 /

GE / 

October 17, 2010
General Electric Company Proprietary

Internal Bushing Current Transformers
Post Fire
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External Repairs ðCover & Radiators
Day 7 On-Site
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External Repairs ðMain Tank 
Day 7 On-Site


